Air Handler Mixed Air Temperature
(Economizer) Verification
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Correct

Mixed Air Temperature 72°
Control Operation:

Mixed Air Temperature
equals Supply Air
Setpoint--No heating or
cooling

!
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Malfunctioning %720
Mixed AirTemperature

Control Operation:

15 Degrees added to
30,000 CFM airstream.

Energy Waste:
486,000 Btu / hr.

Occupants remain comfortable and
submit no complaints; facilities staff
is not prompted to look at the air
handler.



